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Average Water Analysis
Calendar Year 2018
Lake Michigan Filtration Plant

Distribution

Parameter Units Raw Lake Plant Tap System
Alkalinity (Total as CaCO3) mg/L 117 (104 - 139) 109 (98 - 125) 108 (102 - 119)
Aluminum (Total) mg/L <0.02 (<0.02-0.08) 0.07 (0.03-0.28) -
Calcium mg/L 38 (35-42) 38 (34-42) -
Carbon Dioxide mg/L 1.8 (1.1-2.9) 8.6 (6.2-13.6) -
Chloride (CI) mg/L 17.8 (11.0 - 44.1) 19.4 (12.30 - 43.6) -
Chlorine, Free Available (as CI2) mg/L - 154 (1.43-1.83) 0.98 (<0.05 -1.67)
Coliforms (Total) 1%5215 11 (<1-414) <1 <1
Color (True) Color units <5 (<5-7) <5 -
Conductivity (@ 25° C) pmhos/cm 317 (292 - 400) 331 (302 - 405) -
Fluoride (as F-) mg/L 0.18 (0.14-0.32) 0.72 (0.20 - 0.90) 0.66 (0.17-0.82)
Hardness (Total, as CaCO3) mg/L 159 (144 -194) 158 (142 -196) -
Hardness (Total, as CaCO3) grg;r:lsopr)]er 9.3 (8-11) 9.2 (8-11) -
Hetrotrophic Plate Count CFU/ml 70 (<1-668) <1l (<1-28) 95% *
Iron (Total, as Fe) mg/L 0.04 (<0.02-0.12) <0.02 -
Magnesium mg/L 15.6 (12.6 - 18.5) 154 (12.6 - 17.5) -
Nitrate (as N) mg/L - 0.4 -
Odor (T.O.N.) T.O.N. 1 (0-4) 1 (0-3) -
pH (Ambient) pH units 8.17 (7.61-8.52) 7.40 (7.02-7.73) 7.58 (7.25-7.89)
Phosphorus (Ortho-, as PO4) mg/L - 1.26 (0.93-1.61) 1.28 (1.02 -1.57)
Sodium mg/L - 11 -
Sulfate (as SO4) mg/L - 31.9 (24.0-41.4) -
Total Solids mg/L 181 (168 - 222) 192 (168 - 233) -
Turbidity NTUs 1.7 (0.10-12) 0.05 (0.02 - 0.29) -

City of Grand Rapids Lake Michigan Filtration Plant 17350 Lake Michigan Dr.

* Percent of samples when HPC test result was below detection.
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